
Vijay Precision Dies Pvt. Limited

Test results for water samples 2 nos (Before & After Treatment) received from office on 18.02.2016.
Location - CoE block 

S
No Test Parameter

Test Result

Before Treatment After Treatment *

% Reduction

1

2

3

4

5

6

7

8

9

pH

Electrical	Conductivity,	ms/cm

Total	Hardness,	mg/1

Chlorides,	mg/1

Total	Dissolved	Solids,	mg/1

Chemical	Oxygen	Demand,	mg/1

Biochemical	Oxygen	Demand,	mg/1
(3	days)

Dissolved	Oxygen,	mg/1

Total	Organic	Carbon,	mg/1

7.73

3.94

1400

295

3448

131

9.7

5.43

26.15

7.83

3.97

1400

295

3356

74

5.9

5.99

20.29

#
1.3

#0.8

0

0

2.7

43.5

39.2

#
10.3

22.4

* After passing the Borewell water thro’ the Crystal Blue - Water pipe.

#
 Indicates Increase in value
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Vijay Precision Dies Pvt. Limited

Test results for water samples 2 nos (Before & After Treatment) received from office on 22.02.2016.
Location - LRCTC block 

S
No Test Parameter

Test Result

Before Treatment After Treatment *

% Reduction

1

2

3

4

5

6

7

8

9

* After passing the Borewell water thro’ the Crystal Blue - Water pipe.

# Indicates Increase in value

pH

Electrical	Conductivity,	ms/cm

Total	Hardness,	mg/1

Chlorides,	mg/1

Total	Dissolved	Solids,	mg/1

Chemical	Oxygen	Demand,	mg/1

Biochemical	Oxygen	Demand,	mg/1
(3	days)

Dissolved	Oxygen,	mg/1

Total	Organic	Carbon,	mg/1

7.96

3.93

1460

290

3260

161

35.3

6.45

27.32

7.78

3.88

1420

280

3104

110

10.1

6.85

21.46

2.3

1.3

2.7

3.4

4.8

31.7

71.4

#6.2

21.5
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